
120 VAC conduit
box with optional
GFI receptacle and
ON/OFF switch

Allow 15” this side
for fully opened door

2” PVC conduit
for field wiring

5/8” by 8’ copper
ground rod

#6 bare copper wire
to ground rod

Optional
Calsense TP-110
surge protection
device

3/4” PVC conduit
for ground wire

1-1/4” PVC conduit
for communication cable,
2-wire cable, sensors

Calsense CS3000
controller box

Optional Stubby
antenna(s)

110 VAC connection and
grounding per National and
Local electric codes

Top of box to be
67.25 inches above
ground plus/minus
2 inches

2” PVC conduit
for field wiring
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